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SUMMARY

The U.S. Army, under the direction of the Project Manager
for Production Base Modernization and Exoansion, is currently
engaged in a multi-billion dollar program to modernize and expand
its ammunition production capability. In support of this
program, the Manufacturing Technology Division of the Large
Caliber Weapons Systems Laboratory, ARRADCOM, with the assistance
of Ammann & Whitney, Consulting Engineers, has, for the past
several years, been engaged in a broad base program to improve
explosive safety at these facilities. One segment of this
program deals with the development of design criteria for
explosion-resistant protective structures.

Development of these design criteria has, in the past, been
primarily concerned with structures located in the high pressure
region close to an explosion. The basic document to evolve from
this effort is the tri-service manual, TM 5-1300, "Structures to
Resist the Effects of Accidental Explosions" (Ref 3). This
manual contains comprehensive information on the principles of
protective design, the calculation of blast loadings, dynamic
analyses, and detailed procedures for designing reinforced
concrete protective structures.

It is common practice in the explosives industry for
process buildings associated with the same line to be separated
by "intraline distances" which are meant to provide a high degree
of protection against the propagation of explosions from building
to building. Similarly, the minimum distance permitted between
an inhabited building, not associated with the line in question,
and an explosives location is the "inhabited building distance".
These distances are published in the DARCOM Safety Manual (DRCR
385-100) and are based on the cubic root scaling of the explosive
weight which defines areas of equal pressure. In all cases,
however, the blast overpressures that an acceptor structure would
experience in the event of an explosion in the "building next
door" would be greater than the overpressures a conventional
structure is designed to withstand, and serious injury to
personnel within it is likely.

In this regard, explosive tests have been conducted to
evaluate the blast capacity of pre-engineered buildings. The
results of these tests, which are described below, have been used
to verify and refine data contained in the ARRADCOM technical
reports pertaining to the design of acceptor structures (Refs 1
and 2).



The structure consisted of a modified version of the STR4
Series produced by the Star Manufacturing Company. It originally
consisted of five structural steel frames, each spaced 6.1 m (20
ft) on center. Each frame was 6.1 m (20 ft) long by 3.7 m (12
ft) high. Adjoining frames were connected by girts at the 2.4-m
(8-ft) level and by six roof girts. All secondary members were
"zee-shapes. Roof and siding for the building consisted of
24-gage cold-formed steel panels. To increase the overall blast
capacity of the structure, the number of girts was increased from
one on each side to two per side. Also, the sizes of both the
girts and purlins were increased. Since the test was primarily
concerned with the steel portion of the structure, a footing
design somewhat heavier than that required for conventional loads
was used.

Instrumentation consisted of electronic deflection gages to
record the movement of the structure, pressure gages to measure
the blast loads acting on the building as well as free-field,
accelerometers also to measure deflections, and strain gages to
measure support reaction. Also phctographic coverage, including
both still photographs and motion pictures, was used to document
both pre-shot construction and post-shot test results.

A total of six tests were performed, each of which utilized
approximately 900 kg (2,000 lb) of nitro-carbo-nitrate as the
explosive source. The recorded peak free-field pressure for each
test was 1.86 kPa (0.27 psi), 3.86 kPa (0.56 psi), 5.10 kPa (0.74
psi), 6.96 kPa (1.01 psi), 8.62 kPa (1.25 psi) and 8.96 kPa (1.30
psi). Damage incurred by the structure during the first two
tests was minimal, consisting essentially of enlargement of screw
holes and some loosening of the screws. A significant pressure
build-up was recorded within the structure in each test. Motion
picture coverage showed that the door opened during the second
test. However, the pressure buildzup within the building during
the second test was proportionally no greater than in the first
test. The major portion of the pressure build-up within the
building was attributed to leakage between the seams of the
siding and roofing

More extensive structural damage occurred in Test No, 3.
The blastward wall panels were kinked where they were attache 'o
the girts and a portion of the panel was disengaged where it was
attached to the foundation slab. In addition, the heads of some
of the screws were pulled through the paneling. The major
structuraI damage which occurred during this test consisted of
bendin:' of one of the column anchor bolts and twisting of several
of the girt angle connections to the columns. The door was also
found ajar after the test.
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The damage that occurred in Tests Nos. 4 and 5 was similar
to that in the previous tests but was somewhat more severe. The
'icreased loading produced tearing of several of the girt

connections as well as enlargement of some of the bolt holes.
The connection of the blastward wall panel to the foundation slab
completely failed. The damage in Test No. 6 was essentially the
same as in Tests Nos. 4 and 5, except that the damage was
sustained by the opposite wall which, in this test, served as the
blastward wall.

Pressure measurements on the front of the building were
consistent with theory; that is, the blast pressure acting on the
front wall varied from approximately 2.3 to 2.8 times the
incident free-field pressure at the bottom to about 1.2 to 1.4
times the incident pressure at the top. The pressure on the roof
was slightly larger than the free-field pressure. On the 3ther
hand, leeward pressures were only approximately 50 to 60 percent
of the incident pressures.

Test data provided by the deflection gages was quite
extensive and was more than adequate to analyze the test results.
However, the data obtained from either the accelerometers or
strain 'gages was too limited to be useful.

Based upon the overall results of the tests, the following
observations can be made:

1. Pre-engineered buildings can be used as protective
structures.

2. For incident blast pressures in the order of
approximately 3.45 kPa (0.5 psi), conventional
pre-engineered buildings will not require any
modifications.

3. Certain modifications to pre-engineered buildings can
be made to increase their blast-resistant capacity to
overpressures in the order of 13.8 kPa (2 psi). The
cost of reinforcing these buldings will generally be in
the order of approximately 20 percent of the basic
building cost.

3



INTRODUCTION

Background

Acceptor structures are generally related to those build'ings
located at pressure ranges of 10 psi or less. If these buildings
contain personnel and/or valuable equipment, sufficient
protection must be provided by the buildings against the effects
of blast and fragment output of an accidental explosion. Steel
buildings used for protective structures can range from
pre-engineered buildings for low overpressures of about 7 kPa ( 1
psi) to strengthened steel buildings for high overpressures. One
disadvantage of steel structure designs at the higher
overpressures is that they provide little protection against
fragment penetrations. However, at the lo, ar overpressures where
pre-engineered buildings can sustain tU blast overpressures,
fragments are not usually a major concern.

Except for the rigid frames, most components of
pre-engineered buildings are formed from cold-formed steel and
utilize unsymmetrical shapes such as a "zee" section for purlins
and girts. Also, the rigid frames themselves are usually
fabricated from built-up sections and, therefore, vary in section
modulus. Because of these differences, the response of
,-e-engineered structures was unpredictable and their use for
protective structures was questionable.

In order to more fully define the blast caDacity of
pre-engineered buildings, a series of tests were undertaken by
the Manufacturing Technology Division of the Large Caliber
Weapons Systems Laboratory, ARRADCOM, as part of its overall
Safety Engineering Support Program for the Project Manager for
Production Base Modernization and Expansion. This report, which
was prepared with the assistance of Ammann & Whitney, Consulting
Engineers, summarizes and evaluates the results and presents
recommended changes to more fully develop the blast capacity
of pre-engineered buildings.

Purpose and Objectives

The overall purpose of the test program was to evaluate the
usefulness of pre-engineered buildings as protective structures
at Army Ammunition Plants and to provide recommended changes
whereby the full blast capacity of these structures could be
achieved. The objectives of the test program and related
analyses are summarized below:
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1,, To evaluate the blast capacity of pre-engineered
building components when tested as a unit as compared
to component testing.

2. To establish those parameters of pre-engineered
buildings which should be changed to increase their
overall blast capacity, and

3. To evaluate computer programs and methods of analyses
as presented in References 1 and 2 to determine their
usefulness for pre-engineered building design.

Format and Scope of Report

The following two sections describe the test program,
including the test procedures and results. These sections are
followed by a section which evaluates the results and provide
recommended changes for the specific building tested. The hext
section presents the results of an analytical evaluation of the
structure. Appendix A contains reproductions of a comparison
of actual blast loads and theoretical blast loads as computed
from the design manual "Structures to Resist the Effects of
Accidental Explosions" (TM 5-1300) (Ref 3). The second appendix
contains reproductions of the engineering drawings used for thetests.

Since future standards of measurement in the United States
will be based upon the SI Units (International System of Units)
rather than the United States System now in use, all measurements
presented in this report will conform to those of the SI System.
However, for those persons not fully familiar with the SI Units,
United States equivalent units of the particular test data are
presented in parentheses adjacent to the S! Units.

[5



IEST DFSCRIPTION

General

Blast tests of a pre-engineered building were performed at
Dugway Proving Ground (DPG), Dugway, Utah, during the weeks of 31
January and 7 February 1977. A total of six tests were perfurmed
with only minimal repairs required between tests. in each test,
the structure was subjected to the blast pressures produced by
the detonation of 900 kilograms (2,000 pounds) of high explosive
material. The structure was subjected to progressively higher
pressures in successive tests by moving the explosive closer to
its blastward wall. Free-field pressures measured in the
vicinity of the building ranged from 1.86 kPa (0.27 psi) in the
first test to 8.96 kPa (1.30 psi) in the sixth test.

Instrumentation, to record the structural response of the
building, consisted of electronic self-recording deflection
gages, pressure gages, accelerometers and strain gages. :n
addition, both still and motion picture coverage were used to
record both pre- and post-shot damage as well as to view the
structural response during the event.

Description of Test Structure

The structure tested was a modified version of the STR4
Series produced by the Star Manufacturing Company of Oklahoma
City, Oklahoma. Overall dimensions of the building were 24.4 m
(80 ft) long by 6.1 m (20 ft) wide by 3.7 m (12 ft) high. The
building was oriented such that its long side faced the
explosion. The selection of the basic pre-engineered building
design was based on the following conventional loads:

Live Load 1.44 kPa (30 psf)

Wind Load 1.20 kPa (25 psf)

Dead Load 0.14 kPa (3 psf).

Figure 1 shows the building during the construction phase; Figure
2 is a view of one end of the building after construction has
been completed. Engineering drawings showing the plans and
sections of the test structure are provided in Appendix B
(Drawing No. 131, Sheets 1 and 2). As may be noted, an access
door was positioned in one of the side walls and, therefore, was
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subjected to the incident overpressures. The door withstood the
blast loads in all tests.

Figures 3 and 4 show the framing plan of the building. The
building was subdivided into four bays in the longitudinal
direction, each of which was approximately 6.1 m (20 ft) wide.
The primary structural framework in the transverse direction
consisted of three interior rigid frames, an exterio;' rigid frame
at one end which was identical to an interior frame, ind a "post
and beam" frame at the other end. The columns and girders of the
rigid frames were fabricated of plate stock having a minimum
static yield stress of 380,000 kPa (50,000 psi). The flanges and
webs of these members were joined by a minimum of 50 percent web
penetration fillet weld on one side of the web. The post and
beam frame was constructed of cold-formed channel members. Figure
5 shows a typical rigid frame together with a post and beam
frame.

The frames used in the test structure were the same as those
used in conventional construction of pre-engineered buildings.
However, conventional design of pre-engineered buildings
generally utilizes post and beam frames as the end frames. The
sidesway resistance of a post and beam frame is developed by the
interaction between the frame itself and the wall panels, which
transmit the loads by diaphragm action. Loads acting on the
frame members are sheared into the wall panels by the metal
screws used to fasten the panels to frame and secondary members.
The substitution of a rigid frame at one end of the building was
made to evaluate the structural response of a post and beam frame
relative to the structural response of a rigid frame.

Since the building was rigidly framed in the transverse
direction only, lateral bracing was proided in the longitudinal
direction. However, no tests were performed to neasure the
longitudinal structural response of the building.

The walls and roof of the building consist.d of 24-gage
cold-formed steel panels having a minimum static y -1d stress of
551,000 kPa (80,000 psi). The panel profile is s'-own in Figure
6. Normally, a building of this size is furnished with 26-gage
panels. However, pre-shot dynamic analyses indicated that the
blast resistance of the 26-gage panels was rmuch less than the
blast resistance of the main frames. Hence, to preclude
premature failure of these components, the panel thickness was
increased to Z4 gege. The panels, which were furnished in 0.91-m
(3-ft) wide lections, were attached to the primary and secondary
fraraing with #12 self-drilling screws. The screws %,ere spaced at
0.13 - 0.18 m (5 - 7 in) along primary frame members and 0.3 m



(1.0 ft) along secondary framing members. Laps of adjacent
sections were fastened together with self-drilling screws spaced
at 0.61 m (2.0 ft). At the base of the walls, the panels were
fastened to tubular members cast into the concrete foundation.

The secondary framing (girts, purlins) of the walls and roof
consisted of cold-formed Z-shaped members which spanned between
the building frames. The minimum static yield stress of the
material used to fabricate these members was 380,000 kPa (55,000
psi,. Like the wall and roof' panels, the blast capacity of the
girts and purlins was shown, by pre-test dynamic analyses, to be
less than that of the main framies. Therefore, the following
modificaitons were required to equalize the blast resistance of
both primary and secondary framing:

1. The number of girts was increased from one each side co
two per side. The girt located at the 2.4-m (.q-ft)
level was that which is furnished with the building.
The added girt was located at 1.2 m (3 ft - 11 in)
above the foundation slab.

2. The size of each girt was increased from a [0.20 m (8
in) x 0.08 m (3 in) x 1.63 mm (n.064 inU]Z to [0.25 m
(9.75 in) x 0.10I m (4 in) x 3.42 mm (0.1345 in)1Z.

3. The size of each roof purlin was changed from [0.20 m
(8 in) x 0.07 m (3 in) x 1.63 mm (0.064 in)]Z to [0.20
m (8 in) x 0.07 m (3 in) x 2.13 mm (0.084 in)'Z in the
interior bays and [0.20 m (8 in) x 0.07 m (3 in) x 2.44
mm (0.096 in)]Z in the end bays.

The cost of the above modifications was estimated at
approximately 20 percent of the basic building costs (excluding
the foundation).

The steel framework was supported on a 0.91-i (3-ft) deep
continuous reinforce. concrete footing [fr& = 21,000 kPa (3,000
psi)] which formed the periphery of a 0.15-m (6-in) thick
fcundation slab. Figure 7 shows a typical cross-section of the
"foundation. The design of the continuous footing was based on
the maximum column axial loads determined from pre-test dynamicI aralyses of the main frames performed using the DYNhFA Computer
Program (Ref 21. The resulting footing design was somewhatSheavier than that required for conventional loads, The steel
grameworK was attached to the footing using 22.2-mm (0.875-in)
diameter anchor bolts cast into the concrete.
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Instrumentation

Deflection Gages

The test structure was provided with 13 deflection gages
which were located as shown in Figure 8. All of the gages were
linear displacement transducers which operated on the principle
of change in inductance in the coils of a linear differential
transformer with change in position of the core. The deflection
gages measured the deflection time histories of both end frames,
the center frame, two girts and a wall panel. A deflection gage
schedule is provided in Table 1. Each end frame was provided
with three gages. Two of these gages measured the horizontal
deflections of the blastward column and the third measured the
vertical deflection at the midspan of the girders. The center
frame was instrumented in a similar manner and also provided with
a fourth deflection gage to measure the horizontal deflections at
a point on the leeward column (D4 in Figure 8). In addition,
deflection gages were provided to measure the horizontal
deflections at the midspan of a lower girt (DlI in Figure 8), an
upper girt (D12 in Figure 8) and the section of wall panel
spanning between upper and lower girts (D13 in Figure 8). As
shown in Figure 8, Gages DI1, D12 and D13 were located such that
the relative midspan deflections of the wall panel could be
determined from the measurements recorded by the three gages.
The deflection gages used to measure horizontal frame
displacements had a 0.25-m (10-in) stroke; vertical deflections
were measured with gages having a 0.15-m (6-in) stroke and the
horizontal deflections of the girts and wall panel were measured
with gages having a 0.30-m (1-ft) stroke.

The gages were mounted to steel support frames which were
welded to base plates cast into the foundation slab. Figure 9
shows a typical gage mount and Drawing No. 131, Sheet 4 (Section
F) of Appendix B shows the details of the gage support frames.
The deflection rods (cores) were connected to steel rods (Fig 9)
which were attached to the structure. Since the building was
subjected to horizontal deflections in only one direction, the
steel rods for all horizontal gages were rigidly attached to the
structure as shown in Figure 10a. Such a connection could not be
used for the vertical deflection gages because the horizontal
deflections of the structure would have produced bending in the
steel rods as they moved downward, thereby inhibiting the motion
of the rod and possibly damaging the rod, the connection of the
rod to the structure and the support framework. Therefore, the
sliding connection shown in Figure lob was used for all vertical
deflection gages.
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Pressure Gages

Pressure gages were used to record the blast loads acting on
the exterior surfaces of the building, as well as the blast
pressure leakage into the building and the free-fieli pressures.
A total of 17 pressure gages were located as shown on Figures 11
and 12. Nine gages (P4 through P12, Fig 11) were located on the
center frame; three on the blastward and leeward walls and three
on the roof. One gage was located on each sidewall (P13 and P14,
Fig 12) and three gages for measuring pressure leakage into the
building were located on the centerline of the building at each
interior frame line (P15, P16, P17, Fig 11). In addition, three
gages (P1, P2, P3, Fig 11) were provided for measuring the
free-field pressures in the vicinity of the building. Two of
these gages were located 6.1 m (20 ft) from the side of the
building containing the access door, with one gage placed in line
with the blastward wall and the other one placed in line with the
leeward wail. The third gage was placed 6.1 m (20 ft) from the
opposite end of the building.

Figure 13 shows a typical detail of the method utilized to
attach a pressure gage to the building and Figure 14 shows three
pressure gages fastened to an exterior wall.

Accelerometers

Accelerometers were attached to two frames and a girt. A
total of four were utilized in the test. The accelerometers were
included to determine if reliable deflection versus time
histories could be determined by double integration of measured
acceleration records. If this method proved accurate, then
accelerometers would ýe used morp extensively in future tests.

Strain Gages

Two strain gages were attached at the centerline of the web
of the blastward column of the center frame. The purpose of
these gages was to determine the axial forces developed in the
column.

Photographic Documentation

Motion picture camera coverage of the test was used to
observe the test structure during each detonation and for
documentary purposes. Three high-speed cameras were used to
photograph the exterior of the building during detonation. Two
cameras had a speed of 400 frames per second, hhile the third
camera had a speed of 3,n0o frames per second. The positioning
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of the camerat is illustrated in Figure 15. In addition, two
interior cameras, with a speed of 250 frames per second, were
utilized. Still photographs were taken to record the pre-test
setup in terms of general arrangement, construction details and
instrumentation.

A hand motion picture camera was also used to make a
documentary film of the pre- and post-shot phases of each test,
and record the various phases of the construction. Post-shot
still photographs were taken to record the general condition of
the structure after each test, as well as close-ups of damage to
the structure. Photographs depicting failures, permanent
deformations, plus details of special interest, were taken.

Hand Measurements and Observations

Pre- and post-shot measurements were made to determine
permanent deflections of all frames, gir-s, purlins, wal2 panels,
and roof panels. In addition, observatiors of damage and general
structural behavior were noted.

Explosi yes

The explosives used in this test program were
nitro-carbo-nitrate as the primary charge and Corposition C-4 as
the booster charge. The combined weight of the primary charge
and booster in each test was approximately 900 kg (2,000 lb) with
the booster weighing approximately 23 kg (50 lb). The
nitro-carbo-nitrate explosive, consisting of 94.5 percent by
weight of ammonium nitrate and 5.5 percent by weiglht of No. 2
fuel oil, was in the form of small pellets which were shipped to
the site in 23-kg (50-lb) bags.

The total explosive charge was held in a cylindrical
aluminum container (Fig 16). Each charge was formed by pouring
39 bags of nitro-carbo-nitrate pellets into a container after
which a series of C-4 blocks, each weighing approximately 0.6 kg
(1-1/4 lb), were placed on top of the nitro-carbo-nitrate pellets
and arranged to form a cubical shape. The Composition C-4
booster was primed with two electric detonators which initiated
detonation of the entire charge.

Test Setup

A total of six tests were performed. The explosive charge
was located in two orientations (Fig 15). In the first five
tests, the charge was centered on one long side of the building.
In the sixth test, the charge was centered on the opposite side
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of the building. The distances from the charges to the building
were calculated to produce progressively higher overpressures on
the structure in successive tests. It was assumed that the
expiosive mixture had a TNT equivalency of 1.0. However, it was
observed in several of the initial tests that, for a given
selected scaled distance, the actual incident overpressure
produced at the building was approximately 10 percent less than
that anticipated, indicating that the explosive mixture had a TNT
equivalency slightly less than one. Hence, to account for this

- I difference, in later tests, the distance that would ordinarily be
used to predict a given incident overpressure was reduced,
thereby producing good agreement between predicted and actual
incident overpressures obtained.

After each detonation, the test structure was inspected for

damage. Still photographs were taken to document the damage.
Preparation of the test structure for each subsequent test
included repairing damaged components to insure the structural
integrity of the building, and checking and calibrating the
measuring instruments.

12
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TEST RESULTS

General

Photographs of structural damage, and displacement and
pressure measurements are used to present the test results.
Table 2 summarizes the test results and includes free-field
pressures; frame, girt and panel displacements; and a brief
description of typical damage for each test. Strain and
acceleration measurements are not included because the
instruments for measuring these quantities did not yield
acceptable test data.

Structural Damage

Test No. 1

A minimal amount of damage was incurred in Test No, 1 which
consisted primarily of the enlargement of the side wall panel
screw holes along the laps (seams) of adjacent sections of panel.
Some of the screws were found loose after the test. This damage
was attributed primarily to the diaphragm behavior of the side
wall. The lap fasteners tie the individual wall panel sections
together to produceý composite diaphragm action of the entire
wall. Thus, shear forces are transmitted from one sectior of
panel to another through the lap fasteners. These forces
produced bearing overstresses in The panel thereby resulting in
the enlargement of screw holes. In addition, the angle clip (Fig
5) which connects the girder to the column of the "post and beam"
frame was slightly bent.

Small gaps were observed to have formed between the screws
of roof panel seams. Although similar gaps were not apparent in
the wall panel seams after the test, motion pictures taken from
the interior of the structure indicated that these seams did open
and close repeatedly, yet Yemained closed after the shock wave
passed. It is theorized that the vibrational motions of the
panels (both roof an( walls) at their seams were the major source
of the pressure build-up measured within the structure. The
magnitude of this internal pressure increase was approximately 40
percent of the free-field pressure.

Test No. 2

The damage incurred in Test No. 2 was similar to that
observed after Test No. 1. In addition to the roof gaps, small
permanent gaps were formed at the panel seams of the leeward
wall. These gaps were similar to those shown in Figure 17, but
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with the openings somewhat smaller. The screw hole enlargements
formed in the first test were further enlarged. Motion picture
coverage showed the opening of the door during the test. The
door was not locked during this test, and resistance to opening
was provided solely by the hinges and striker, The pressure
build-up in the second test was proportionally no greater than
that of Test No. 1, although the door did not open in the first
test. This is a further indication thdt the primary source of
pressure leakage into the building is through the gaps formed at
the seams. Sections of the corner flashings were ajar and some
tearing of the panel at the corner of the door opening was
observed. The base of the leeward column of the "post and beam"
frame was deformed, as was the angle clip which connects the
column to the foundation.

Test No. 3

More extensive structural damage was formed in Test No. 3.
The blastward wall panel kinked (buckled) at points where it was
supported on the girts. In some places, the panel was slightly
disengaged where it was fastened to the foundation (Fig 18).
This damage was attributed to the inaoequacy of the detail used
for attaching the wall panels to the foundation slab. In this
case, sraall (19.1 mm x 19.1 mm) (3/4 in x 3/4 in) tubular members
were embedded into the corners of the foundation slab. They were
anchored by a series of "pig tails" welded to the tubes and
embedded in the concrete. The base of the wall panels was
fastened to these tubes by self-drilling screws. The pig tails
failed, thereby permitting the rebounding panels to separate from
the concrete. An improved detail, probably using steel angles
attached to the concrete by anchor straps, is required for
blast-resistant design. In addition, the heads of some of the
screws were pulled through the paneling. This situation was
modified by providing washers (Fig 19) for those screws which
were disengaged. The use of washers during construction would
probably have eliminated this condition. Also, the corner
flashings suffered additional damage, and the tear in the panel
"at the corner of the door opening had increased several inches inI- length.

The major structural damage which occurred in Test No. 3
consisted of the bending of one of the column anchor bolts and
the twisting of several of the girt angle connections to the
columns. One of the clip angles was ripped and had to be welded.
The twisting is principally attributed to the panel attachment to
the girts which produced eccentric loads on them. As with the
previous test, the door was opened by the rebound and negative
overpressures. Also, the door was partially bent. In this case,
the lock had been engaged and was not damaged upon opening the
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door. This was an indication that the movement between the door
* •and door frame was of sufficient magnitude to permit the door to

be released. Further opening of the door during a test was
prevented by the mechanism shown in Figure 2.

Test No. 4

The damage that occurred in Test No. 4 was similar to that
of the previous test but somewhat more severe. The increased
loading produced tearing of several of the girt angle connections
to the columns as well as failure of several of the girt
connection bolts (Fig 20) and enlargement of some bolt holes (Fig
21). The connection failures did not cause any girts to collapse
and was remedied by replacing the standard bolts supplied with
the building by high-strength bolts and by welding torn clip
angles. The stronger bolts did cause enlargement of some bolt
holes in subsequent tests.

Damage to the base support of the blastward wall panel was
more severe, especially in those areas damaged in the previous
test. Disengagement of the base tube from the concrete had
progressed further along the base of the wall. Additional
kinking of the blastward wall panel had occurred and plastic
deformations of the girts were observed.

Test No. 5

The resulting damage in Test No. 5 was similar to that in
the previous tests. Further twisting of the girts occurred; some
enlargement of the bolt holes at" several girt/column connections
occurred where high-strength bolts had been used. The blastward
wall anchorage failed completely (Fig 22). Sandbags were
required to hold the base of the wall in place for the subsequent
test. Kinking of the blastward wall panel occurred at each girt
and between girts. In addition, many screws pulled through the
wall panels at the girts in areas that had not sustained panel
connection damage in previous tests. Permanent deformations of
the main frames, girts and paneling were observed. A push rod
conrecting a deflection gage to a lower girt broke as the member
twisted under the action of the blast.

Test No. 6

The damage observed after Test No. 6 was essentially the
same as that which occurred in Test No. 5. However, the major
damage occurred to the opposite side of the building which, in
this test, was the side facing the explosion. In addition,
buckling was observed on some of the roof purlin webs and frame
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girder flanges. Permanent frame deflections produced in prior
tests were reduced in Test No. 6 since the building deformed
plastically in the opposite direction.

Pressure Measurements

Table 3 summarizes the peak pressures reccrded by the
various pressure gages. Figures 23 through 25 present several
typical free-field pressure versus time measurements. In
general, good agreement was obtained between predicted and
measured incident overpressures. Figures 26 through 31 contain
the pressure versus time plots recorded on the blastward wall in
several of the tests. In all of the tests, the peak reflected
pressures varied over the height of the blastward wall. The
measurements in Table 3 indicate that the peak pressures recorded
near the base of the wall (Gage P4) were approximately twice the
incident pressure; whereas the peak pressures at the mid-height
of the wall (Gage P5) varied from 2.3 to 2.8 times the incident
pressure and the peak pressure measured near the top of the wall
(Gage P6) ranged from 1.2 to 1.5 times the incident pressure.
However, the average of the peak pressures recorded by the three
gages (P4, P5 and P6) was approximately twice the incident
pressure in Tests Nos. 2 through 4. In Test No. I, the average
was somewhat lower, approximately 1.75 times the incident
pressure.

Of the three pressure gages located on the roof of the
building (Gages P7, P8 and P9), only one, Gage P7, yielded
acceptable test data. The measurements recorded by Gage P7 in
Tests Nkos. j through 5 indicate that the peak pressure on the
blastward slope of the roof was approximately 10 to 20 percent
greater than the incident pressure measured in the free-field.
This increase over the incident pressure appears to be consistent
with the data provided in Figure 4-6 of Reference 3. 1he
referenced data indicate a reflected pressure of approximately
1.15 times the incident pressure for an angle of incidence of
87.6 degrees between the direction of propagation of the blast
and the sloping roof. However, similar results were observwd in
Test No. 6, in which Gage P7 was located on the leeward slope of
the roof. Hence, it is probable that the measured increase over
the incident pressure was caused by an overshoot in the
accelerating pressure gage.

Typical pressure versus time measurements for the leeward
wall are provided in Figures 26 through 31. The figures and the
measurements tabulated in Table 3 indicate that the peak
pressures on the leeward wall were significantly less than
incident pressure, The peak leeward wall pressures varied from
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50 to 65 percent of the peak incident pressure in Tests Nos. 1
and 2 to approximately 80 percent of the peak incident pressure
in the remaining tests. The pressure gages on the side wall
yielded peak measurements that varied from 0.9 to 1.0 times the
peak incident pressure.

Significant prc,-ure levels were recorded inside of the
building in all of the tests. Pressures within the structure
attained peaks of approximately 40 percent of the measured
free-field pressure at all pressure levels. It is generally
believed that the repeated opening and closing of the roof and
wall panel seams during each test was the major source of the
internal pressure build-up. rhe effects of the internal
pressures were to reduce the deflections of the individual
structural components of the building (wall and roof panels,
girts and purlins) and thereby increase their capacities to
resist the exterior loads.

Deflection Measurements

Table 2 summarizes the peak displacements of some of the
structural components (center frame, blastward wall girts and

panels) of the building. A summary of che maximum deflections
recorded by Gages D1 through DIO is provided in Table 4. The
measurements recorded by Deflection Gages D11 through D13 are not
included in Table 4 since they represent the absolute
displacements of the girts and wall panel and, therefore, by
themselves are meaningless. Typical side-sway deflection-time
histories are provided in Figures 26 through 31 for the center
frame of the building, in Figure 32 for the rigid end frame
(Column Line 5) and in Figure 33 for the "post and beam" frame
(Column Line 1). In addition, typical deflection-time histories
are provided in Figure 34 for the vertical deflection at the
mid-span of the center frame girder and in Figure 35 for the
relative horizontal displaccment at the mid-span of the blastward
wall girts.

The test data provided by the deflection gages was quite
extensive and was more than adequate to analyze the results. In
general, the horizontal deflection gages gave higher quality
de'flec-on records than the vertical deflection gages. Among the
horizontal deflection gages, those measuring frame displacements
(Gages D1, D2, D4, D5, D6, D8 and D9) gave excellent displacement
versus time histories for almost one second of response time, as
illustrated in F:yres 32 and 33. The excellent quality of these
displacement records is attributed to the low frequency character
of the responses measured by these gages and to the fact that
these gages recorded absolute displacements.
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The remaining horizontal deflection gages (namely, Gages
D11, D12 and D13) measured the absolute mid-span
displacement-time listories of an upper and lower girt, and a
section of wall panel. The relative girt displacement at any
given time was determined by subtracting the displacement at the
end of the girt (where it is attached to a main frame) from the
absolute displacement at the mid-span of the girt. Each girt
monitored was located in an interior bay (between Column Lines 3
and 4) and, therefore, it was assumed that the frames at each end
of the member had identical displacement-time histories. Based
on this assumption, the horizontal deflections on the blastward
column of the center frame were taken as the girt end
displacements and the relative girt displacement-time histories
were determined using the measurements recorded by Gages D1, D2,
D11 and D12 as follows:

1. Lower girt: Gage D11 displacements minus corresponding
displacements from Gage DI.

2. Upper girt: Gage D12 displacements minus corresponding
displacements from Gage D2.

In this manner, good quality displacement records, such as
the ones shown in Figure 35, were determined. The deflection
records for the section of wall panel were determined in a
similar manner using the measurements from Gages D11, D12 and
D13. Gage D13 measured the absolute displacement of a section of
wall panel between upper and lower girts. Hence, at any given
time, the relative panel displacement was determined by
subtracting the average of the values recorded by Gages D11 and
D12 from the value recorded by Gage D13. This procedure did not
yield acceptable results for the panel, principally because of
the high frequency nature of the panel response and, in the early
tests (Tests Nos. 1 through 3), the magnitudes of the panel
displacements. The fundamental panel frequency was nearly 100
cycles per second, which was five times the fundamental frequency
of a girt. In addition, based on analyses of both panels and
girts for the pressure levels in Tests Nos. 1 through 3, the
panel displacements should be approximately 10 to 20 percent of
the peak girt displacements. Hence, small errors in the
displacement measurements recorded by the three gages can result
in large errors when the numbers are subtracted. In the later
tests (Tests Nos. 4 through 6), excessive damage to the panels
altered their support conditions, thereby leaving no means to
correlate measurements with analyses. In future tests, the gages
for measuring wall and roof panel deflections should be mounted
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to Frames which are attached to the members (purlins, girts)
supporting the panel. In this manner, a direct measurement of
the relative panel displacement will be achieved,

The vertical deflection gages (D3, 07, and D0O) were attached
to the underside of frame girders. The test data provided by
these gages was generally inferior to that provided by the
horizontal gages. In some cases, the gages did not record any
meaningful data. At other I ;Pies, only one-half to one cycle of
response was recorded. The displacement records shown in Figure
34 are of the best quality achieved in the vertical direction.
The deficiencies in the vertical deflection measurements are
generally attributed to the high frequency nature of the
responses being recorded combined with the lateral motions of the
structure. The rapid motions of the vertical deflection rods in
and out of the cores coupled with the lateral motion of both core
and rod (as the building deflected horizontally) could have
conceivably caused the rod to bind or hang up in the core, thus
producing a gage malfunction. In future tests, the use of
electro-optical displacement followers should be considered for
measuring the vertical deflections.
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EVALUATION OF TEST RESULTS

General

This section discusses the test results ip terms of the
measured deflection responses and observed damage levels of the
main frames, blastward wall girts and blastward wall panels. An
assessment is made of factors affecting the structural response
and building performance under the blast loads. In addition,
recommended design changes are suggested for the specific
building tested. Additional evaluation on the basis of dynamic
analyses is discussed in the next section.

Main Frames

Factors Affecting Frame Response

Several factors affected the frame responses. The most
significant of these factors was found to be the negative phase
of the pressure loadings. It is interesting to note the
displacement versus time response and its relationship to the
blast pressure loading. Figures 26 through 31 present plots of
front wall pressure, rear wall pressure, and center frame
side-sway displacement versus time for Test No. 1 (1.86 kPa),
Test No. 3 (5.1 kPa), Test No. 4 (6.96 kPa) and Test No. 5 (8.55
kPa). The displacement curves for Tests Nos. 1 through 4 show
the side-sway build-up due to the loading followed by a
significant negative (rebound) displacement, and the peak
positive displacement occurring in the second cycle after all the
blast loading was off the structure. This behavior can be
explained by the phasing of the blast loading as follows: The
first positive pedk is a result of the net positive loading on
the building walls (front wall minus rear wall pressure). As the
frame starts to rebound, the negative pressure on the front wall
and positive pressure on the rear wall are both acting in the
same direction and in phase with the rebound. This combination
of events produced a peak negative displacement which is greater
than the positive displacement. A second positive displacement,
which is greater than the first positive displacement, is
produced by the rebound of the structure from the negative
displacement combined with the negative phase of the loadinq on
the rear walls. At the higher pressure levels (Tests Nos. 5 and
6), the negative displacements were nearly equal to the positive
displacement, as shown in Figures 30 and 31 (for Test Nos. 5 and
6). This is due to the plastic deformation in the frame.
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Other factors which affected the frame responses are the
build-up of internal pressures, resulting from leakage through
the seams of the paneling and the responses of the secondary
members (purlins, girts, wall and roof panels) relative to those
of the frames. The impact of these factors can only be assessed
by analytical methods, as will be discussed in the next section.
Another factor which affected the frame responses was the
connection damage suffered by both the girts and wail panels.
This effect was greatest in the later tests (Tests Nos. 4, 5 and
6) where the damage was most severe. As discussed in the
previous section, in these tests there were several instances of
either girt clip angles twisting or tearing, bolt failures, and
enlargement of bolt holes caused by hearing overstresses. In
addition, panel attachment screws pulled through the panels, and
the lower panel supports failed completely. The net effect of
these failures was to relieve the loading on the frames, thereby
reducing their responses. The post-shot frame analyses tend to
support this. Good correlation between analytical and test
results was obtained for Tests Nos. I and 3, whereas the
analytical and test results for Tests Nos. 4 and 5 did not
compare as well,

Comparison of Responses for "Post and Beam" and Rigid End
Frames

Normally, a building of this type would utilize "post and
beam" frames as the end frames. These systems utilize the
diaphragm action of the wall panels to resist lateral loads.
However, as discussed in Reference 2, blast-resistant design
discounts diaphgragm action and utilizes rigid end frames
instead. Therefore, to evaluate the structural response of a
post and beam frame relative to that of a rigid frame, a rigid
frame was substituted at one end of the building in place of the
conventional "Post and beam" frame. The results of the test
program indicate that the post and beam frame withstood the blast
loading as well as the rigid end frame. This conclusion is
partially based on the absence of any indication, in the post-
shot reorts and photoc4raphs, that the post and beam end frame
had sustained any extraordinary damage compared to the damage
levels observed for the other frames.

A comparison of the side-sway responses of both end frames
tends to reinforce the conclusion stated above. Figure 32 shows
the side-sway response for the rigid end frame for Tests Nos. 3,
4 and 5 and Figure 33 shows the side-sway response of the post
and beam frame for the same tests. It is interesting to note
that the character of the response records for both frames is
similar and resembles closely the character of the center frame
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response records shown in Figures 26 through 31. The peak
side-sway deflections of the post and beam frame are 40 to 70
percent less than the corresponding values for the rigid end
frame, thereby indicating that the post and beam frame is a
stiffer system.

• Blastward Wall Girts

GThe blastward wall girts spanned 6.1 m (20 ft) between

Sframes. The member, which was simply supported, had an ultimate
flexural resistance of 73.7 kN (16.6 kips) and a dynamic yield
deflection at mid-span of 86.4 mm (3.4 in). The computation ofI- these values was based on the section properties of the member as
provided by the Star Corporation and the design criteria for
cold-formed members specified in Reference 1.

The peak girt displacements given in Table 2 ar- relative to
the girt support displacement at the frame columns, as discussed
in the previous section. The ductility ratios and rotations
associated with these displacements have been compared to the
design criteria presented in Reference 1 as follows:

1. The 76.2-mm (3.14-in) deflection for Test No. 3 is
within the elastic range and represents a rotation of
1o40 which is between the reusable criteria of 0.90 and
the non-reusable criteria of 1.80. The limited damage
to the girt for Test No. 3 is consistent with this
criteria.

2. The 119.4-mm (4.7-in) deflection for Test No. 4
corresponds to a ductility ratio of 1.4 which compares
to the reusable criteria value of 1.25 and is less thanI the nonreusable criteria of 1.75. However, the

rotation is 2.20 which exceeds the non-reusable
criteria rotation of 1.80. Since twisting of the girts
and failures of the girt clip angles occurred, the girt
would not be reusable and the limiting rotation value
of 1.8 appears to be reasonable. In this case, the
member is controlled by rotation rather than ductility.

3. The 121.9-mm (4.8-in) deflection for Test No. 5
corresponds to a ductility ratio of 1.4 which is

E between the reusable (1.25) and non-resuable (1.75)
criteria values. Here again, extensive twisting of the
girts and damage to the girt clip angles occurred,
which would render the member non-reusable. This isconsistent with the actual rotation of 2.30 compared to
the criteria value of 1.80.
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Wall Panels

The peak panel displacements given in Table 2 were measured
relative to the girts. The measurements are for a section of
panel spanning between girts which is assumed to behave more or
less as as fixed supported beam. On the basis of the measured
response records for the panel and post-shot dynamic analyses, it
was concluded that the panel measurements recorded were not
accurate. As explained in the previous section, this was
attributed to the manner in which the panel displacements were
measured (i.e., subtraction of absolute measurements of girt and
panel deflections), the high frequency nature of the panel
response and, in the early tests (Tests Nos. 1, 2 and 3), and in
the later tests (Tests Nos. 4, 5 and 6), the excessive damage to
the panels which made correlation between measurements and
analysis impossible.

Recommended Design Changes

On the basis of the discussion in this and the preceding
sections, the following design changes are recommended to insure
that the full blast capacity of this structure, and similar
pre-engineered structures, is developed and to insure the safety
of occupants in inhabited buildings:

1. Use symmetrical sections for girts or purlins in lieu
0of Z-shaped members. If cold-formed sections are
desirable, perhaps back-to-back channels or hat
sections could be used, If available as pre-engineered
building components, standard structural steel shapes
(hot-rolled) could be used.

2. Use high-strength bolts (A-325) in place of standard
unfinished bolts. In addition, use clip angles of
sufficient thickness to preclude tearing or bearing
overstresses.

3. Increase the sizes of anchor bolts to be consistent
with the blast capacity of the structure.

4. Provide washers or other means to prgvent heads of
screws from pulling through metal panels and roofing.

5. Use more lap fasteners to limit the pressure leakage in
the building. In addition, use a backing strip at the
laps (on the inside of the panel) to prevent the
threaded end of the lap screws from pulling through the
panel.
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6. Strengthen the connection of the wall panels at the
foundation. Use a structural angle rigidly attached to
the foundation by steel anchor straps welded to the
fillet of the angle and anchored at least 0.30 m (1 ft)
into the concrete with a 90o bend at the embedded end.

7. Provide a reversal mechanism on the door consistent
with the blast capacity to insure that the door does
not fly open when subjected to the blast effects of an
HE explosion.

In addition, on the basis of the test results, conventional
"post and beam" frames could be used as the end frames of
pre-engineered buildings in lieu of rigid framLs. However, the
following precautions should be taken to preclude a premature
failure of the system:

1. The panel should be capable of resisting the
peak-applied shears (i.e., the maximum blastward wall
girt reactions) without suffering shear buckling.

2. A sufficient number of fasteners must be utilized to
fasten the panel to the girts, the columns and girder
of the post and beam frame and the panel support at the
foundation.

3. The diaphragm wall girts should be designed to remain
elastic under the blast loads to insure that they will
oe able to transmit the blastward wall girt reactions
to the sidewall panels.
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ANALYTICAL EVALUATION OF STRUCTURE

Introduction

A series of dynamic analyses were performed on the main
frames, blastward wall girts, roof purlins and the blastward wall
panel. The objective of these analyses was to evaluate the
analytical and design methods provided in References 1 and 2 with
a view towards establishing the applicability of these procedures
for the design of blast-resistant pre-engineered buildings.

Most of the analyses utilized multi-degree-of-freedom models
to represent the structural systems. These analyses were
performed using the DYNFA Computer Program (Ref 2). In addition,
several analyses were performed on single-degree-of-freedom
models of individual memhers (girts, purlins, panels) utilizing
elementary numerical integration methods.

The structure responded primarily in the elastic response
range in Tests Nos. I and 2. Plastic deformations in the
structure commenced in Test No. 3 and greatly increased in Tests
Nos. 4, 5 and 6. Analytical evaluations were performed for Tests
Nos. 1, 3, 4 and 5. There were no analyses for Test No. 2
because the results of such analyses, except for the magnitudes
of the displacements, would have closely resembled the analytical
results obtained for Test No. 1; hence, an analytical evaluation
for Test No. 2 would have provided little additional information
on the response of the structure. No analyses were performed for
Test No. 6 because of the limited pressure data available for the
analyses (due to the failures of many of the pressure gages on
the structure) and the extensive damage suffered by the
structure,

Evaluation of Frame Analysis

General

The basic objective of this evaluation was to determine if
the dynamic analysis, based on the methods and procedures given
in Reference 2, provided a reasonable estimate of the response of
a rigid frame in a multi-framed pre-engineered building. To meet
this objective, a series of parametric studies were performed to
assess the impact of several factors on the frame response.

The first of these factors to be considered was the yield
stresses or the materials used in the fabrication of the
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structure. As stated in Reference 1, the design of
blast-resistant structures is based on the minimum specified
yield stress of the materials used in their fabrication.However, in some cases, the actual materials delivered may have a
yield stress in excess of the specified minimum. In addition, in
pre-engineered buildings, the columns and girders of the rigid
frames are usually fabricated from built-up sections composed of
plates from different lots of material; therefore, the yield
stress may vary between the webs and flanges of the member.
Consequently, the actual axial load and bending moment capacities
of the members may not be the same as the capacity computed using
the specified minimum yield stresses of the materials.
Therefore, tensile tests were performed to determine the actual
yield stress of the materials used to fabricate the test
structure. These tests were performed by the Pittsburgh Testing
Laburatory of Salt Lake City, Utah. The report furnished by the
test 'aboratory is given in Figures 36 and 37. Specimens taken
from frame members are listed below:

Lab Specimen Designation Member

18-in Sample 76-2238 (-1) Upper inner flanges of columns

18-in Sample 76-2238 (-2) Upper inner flanges of columns

18-in Sample 76-2238 (-3) Upper inner flanges of columns

18-in Sample 76-2238 (-7) Lower inner flanges of columns

18-in Sample 76-2238 (-8) Lower inner flanges of columns

18-in Sarm;e 76-2238 (-9) Lower inner flanges of columns

18-in Sample 76-2238 (-10) Girder flanges

18-in Sample 71--238 (-11) Girder flanges

18-in Sample 76-?238 (-12) Girder flanges

18-!n Sample 76-2238 (-13) Girder flanges

18-in Sample 76-2238 (-14) Girder flanges

18-in Sample 76-2238 (-15) Girder flanges

18-in Sample 76-2238 (-16) Outer flange of columns

13-in Sample 76-2238 (-17) Outer flange of columns
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Lab Specimen Designation Member

18-in Sample 76-2238 (-18) Outer flange of columns

18-in Sample 76-2238 (-19) Column web

The laboratory report indicates that, in general, the yield
stress of these materials exceeds the specified minimum yield
stress of 345,000 kPa (50,000 psi). However, the material used
for the outer column flanges [Samples (-16), (-17) and (-18)] has
a measured yield stress of 333,000 kPa (48,000 psi), which is
slightly less than the specified minimum yield stress. Since the
inner and outer column flanges differed in thickness, yielding of
the member commences in the thinner flange (in this case, the
outer flange), and progresses inward in the web. If the flanges
differ greatly in thickness, the thinner flange will suffer large
plastic strains before the thicker flange yields, thereby
yielding a non-linear moment curvative diagram for the member
which does not have a well defined yield point (Fig 38a). Exact
analyses of members having such moment-curvature relationships
are difficult and also beyond the scope of the methods in
References 1 and 2. The methods referred to assume the
moment-curvztive relationship to be elastic - perfectly plastic.
This assumption, though resonable for the design of hot-rolled
sections (Fig 38b), is not suitable for the design of built-upmembers such as the columns of the test structure. However, for
design purposes, the desired behavior can be approximated by
selecting, for the analysis, the moment capacity which is
expected to yield the desired amount of plastic action (ductility

ratio ýp ). This process, which is basically trial and error by
nature, is illustratred in Fig 38a. Such a procedure was
required to determine the moment capacities of the columns for
the evaluation analyses. The girder, on the other hand, had a
symmetrical cross-section; therefore, its axial load and bending
moment capacities at various sections were computed directly
using the appropriate areas and section moduli. The yield stress
for the girder was taken as the average of the values determined
by tensile tests of the specimens of the girder flange material.
Finally, the test report indicated that the thicknesses of the
plates used to fabricate the frame members were slightly larger
than the nominal sizes specified by the building manufacturer.
To increase the accuracy of the analyses, the section properties
of all frame members were computed using the actual thickness of
the stock used to fabricate them.

Another important factor affecting the frame response was
the negative phase of the blast loading. The procedures given in
Reference 2 consider only the positive phase of the loading; the
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negative phase loading is not included in the blast loadings.
However, as shown in Figures 23 through 31, significant peak
negative pressures were measured for all pressure levels tested;
thereforE', analyses were required to assess the negative phase of
the loading. This was accomplished using average pressure
waveforms derived from the actual measured pressure records.

The third factor to be evaluated was the effect of the
pressure build-up inside the building. As indicated previously,
significant internal pressures were recorded in each test.
Insulated wall construction, normally utilized, would tend to
provide a more effective seal against pressure leakage into the
building. However, these pressures had to be considered in the
case of the test structure in order to fully assess the adequacy
of the frame analysis. Exact measurements of the internal
pressures acting on the various surfaces (walls, roof) are not
available since all of the interior pressure gages were located
at the centerline of the building (as shown in Fig 11). Hence,
the internal pressures measured included leakage from the walls
as well as the roof, with the leakage from each surface adding to
the total. A typical internal pressure record was characterized
by two pronounced spikes. The first of these, which occurred
when the wave reached the centerline of the building, built up to
approximately 50 percent of the peak pressure recorded by the
gage and then decayed rapidly. The second spike usually occurred
when the wave reached the leeward wall. This spike builL up to
the peak recorded by the gage. On the basis of these
measurements, in the analyses, the internal pressure acting onI any surface (wall, roof) was taken to be one-half of the peak
internal pressure recorded for the test. These values were
subtracted from the peak pressure of each pressure waveform usedin the analysis.

The fourth factor to be considered in the analytical
evaluation was the interaction between the responses of the
secondary members (girts, purlins) and main frames. The methods
in Reference 2 provide for the design of the main building frames
on the basis of analyses on a basic frame model , such as the one
shown in Figure 39. However, in pre-engineered buildings, there
are large disparities between the blast capacities of the
secondary members (girts, purlins) and the main frames. Hence,
analyses were performed to determine if the responses of the
secondary members would in any way affect the response of the
main frames. These analyses were performed on the revised frame
model shown in Figure 40. In this model, the girts and purlins
were represented by a series of single-degree-of-freedom (SDOF)
models (spring with mass constrained to motion in one direction).
The spring constants and masses for these models were computed
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using the methods of Reference 4. The SDOF models were connected
to the basic model at the exact locations where the girts and
purlins are attached to the frame. In these analyses, the blast
loadings were applied directly to the SDOF models of the girts
and purlins. Hence, the direct loading on the frame members
consisted of the girt and purlin reactions.

Table 5 summarizes the frame analyses performed for the
various tests dnd indicates which of the above factors were
considered in each test. In addition, a series of pre-shot

Z analyses were performed to predict the performance of the
structure during the tests. These analyses were based on the
methods and procedures of Reference 2 and, therefore, are
included in the subsequent discussions to provide a basis for
evaluating the applicability of current blast design procedures
for designing pre-engineered buildings.

Effect of Actual Strength of Building Materials

In general, the axial load and bending moment capacities

computed using the actual material yield stresses and thicknesses
were larger than those capacities utilized for the pre-shot
analyses. The largest increases occurred at the ends and
mid-span of the girder where the capacities increased 14 and 22
percent, respectively. The large increase at the girder mid-span
was due to the use of an average capacity for the tapered member
in the pre-shot analyses. Modest increases were computed for the
column capacities. The capacities for the lower section
increased 7 percent and those for the upper section increased by
a modest 2 percent. Since the girder capacities far exceeded the
column capacities, most of the plastic behavior occurred in the
columns. Hence, the minimal increases in the column capacitles
had little effect on the overall frame response when compared to
the other factors which influence the response.

Effect of Actual versus Design Pressure Waveforms

The results of the analyses indicated that the negative
phase of the blast loadings had a significant effect on the
side-sway response of the frame. Figures 41 through 44 compare
the computed side-sway response of the frame with the
measurements recorded for Tests Nos. 1, 3, 4 and 5, respectively.
It is seen that an excellent currelation of the first positive
and negative peak displacements was made for Test No. I (Fig
41). It is interesting to note that the measured displacement
record appears to be "damping out", whereas in the corresponding

analysis, the displacement record implies an undamped free
vibration of the structure. The measured and calculated
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displacement records for Test No. 3 (Fig 42) compare favorably
for one and one-half cycles of response (first two positive peaks
and first negative peak), and then diverge noticeably. In Test
No. 4 (Fig 43), the measured and calculated side-sway records
diverge markedly after one-half cycle of response and in Test No.
5 (Fig 44) divergence between measurements and analyses is
apparent over the entire response range plotted. It is believed
that the differences between the analytical and test results for
Tests Nos. 4 and 5 were caused by the failures of some of the
blastward wall panel and girt connections. Such failures would
have tended to relieve the loading on the main frames. Closer
inspection of the DYNFA Program results revealed the occurrence
of plastic behavior in all phases of the frame respoiise. Such
behavior would account for the seemingly erratic side-sway
responses computed for Tests Nos. 4 and 5. The absence of this
erratic behavior in the measured side-sway displacement records
tends to indicate that the plastic deformations in the actual
structure were much less severe than those computed by the
analyses.

To further evaluate the impact of the negative phase of the
blast loadings, tabulations of the significant response
parameters, as computed by the DYNFA analyses, are provided in
Tables 6 and 7 for both pre- and post-shot center frame analyses,
respectively. Note that the peak side-sway displacements and
ductility ratios are significantly less when the negative phase
of the blast loading is considered in the analysis. The pre-shot
analyses predicted a reusable design capacity of 3.45 kPa (0.50
psi) and a non-reusable design capacity of 5.51 kPa (0.80 psi)
for the center frame, whereas the corresponding design capacities
predicted by the post-shot analyses are 5.1 kPa (0.74 psi)
(reusable) and 6.96 kPa (1.00 psi) (non-reusable).

Effect of Pressure Build-Up Within Structure

Analyses to evaluate the effect of the internal pressure on
the frame responses were performed for Tests Nos. 1, 3 and 5. In
general, inclusion of the internal pressures in the analyses
decreased the side-sway responses of the frames as well as the
plastic deformations of the frame members. In Tests Nos. 1 and
3, the interior pressure reduced the side-sway displacement of
the frame by approximately 11 percent. In Test No. 3, the peak
ductility on the blastward column was reduced by 25 percent when
the internal pressure was subtracted from the loading. In Test
No. 5, inclusion of interior pressure effects decreased the first
positive peak side-sway displacement but increased the first
negative peak side-sway displacement (Fig 45). In addition, the
significant peak ductility ratios throughout the frame were
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reduced by an average of 22 percent, with the largest reductions
(nearly 30 percent) occurring on the blastward column. The
larger decreases in the blastward column ductility ratios account
for the behavior exhibited in Figure 45. With less energy
expended in the plastic deformations of the column, more energy
is available for the elastic rebound of the frame. Thus, the
frame rebounds to a larger side-sway displacement.

it is seen from the frame analyses, that the interior
pressures have a greater effect on the plastic deformations of
the frame members than on the overall side-sway responses of the
frame. This appears reasonable when one considers that the
plastic deformations in the frame occur in local bending modes of
the individual members. Since these modes have small periods of
vibration, they are extremely sensitive to the peak pressure. On
the other hand, the side-sway response of the frame is low
frequency in nature and, therefore, is more dependent on the
total impulse of the loading rather than on the peak pressure.

It is conceivable that the interior pressures, in the
immediate vicinity of the walls and roof, were much larger than
those recorded by the pressure gages located at the centerline of
the building. If this were tihe case, then significant reductions
would have occurred in the responses of the wall and roof panels,
girts and purlins, as well as the local bending reponses of the
frame members. This statement is partially verified in
subsequent evaluations of the girt responses.

Effect of Interactions Retween Responses of Secondary Members
and Main Frames

The interactions between the secondary members (girts,
purlins) were considered in analyses for Tests Nos. 3, 4 and 5.
The results of these analyses are given in Figures 46 through 48
in terms of horizontal side-sway versus time curves for the
center frame. The curves show that the responses of the
secondary members did not significantly alter the first half-
cycle of the side-sway response. However, the rebound of the
frame was significantly diminished in all three analyses. It was
concluded that this occurred because of the large amount of
energy absorbed by the plastic deformations of the girts.
However, in some cases, the peak girt displacements compnted by
these responses were far in excess of the measured girt respones.
Hence, in the actual structure, significantly less energy was
absorbed by the plastic behavior of the girts. Thus, the energy
not absorbed by the girts was transferred to the frame, thereby
resulting in elastic rebound of the frame.
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The effect of the secondary member responses on the plastic
deformations of the frame was also studied. In all three
analyses, the responses of the blastward wall girts reduced the
peak ductility ratios cumputed near the mid-span of the blastward
column. However, these reductions were offset by increased
ductility ratios at the upper end of the column and in other
locations on the frame. In general, plastic deformations
resulting from the side-sway of the frame were increased, whereas

.4 plastic deformations resulting from local bending responses of
individual members decreased. Consequently, in terms of plastic
deformations, the blast capacity of the frame was the same as
that computed using the basic frame model.

Evaluation of Analyses of Blastward Wall Girts

Analyses were performed to evaluate the responses of the
blastward wall girts. A variety of analytical models were
utilized to compute the responses of these members. The models
utilized included:

1. Sing le-degree-of-freedom (SDOF) models of the
individual members.

2. Combined secondary member/frame interaction model (Fig40).

3. Combined wall panel/girt interaction model (Fig 49).

These Linalyses were performed using average pressure waveforms
derived from the actual pressure measurements recorded during the
tests. The actual yield strength of the material used to
fabricate the girts and panels was not determined by tensile
testing and, therefore, the analyses were based on the minimum
specified yield stresses for the material used to fabricate these
components of the building.

The spring constant for the single-degree-of-freedom model
of the wall panel (shown in Figure 49) was computed using the
equations provided in Section 3.7.2 of Reference 1. The
referenced material specifies an effective moment of inertia of
0.75120 (where 120 is the effective moment of inertia at a
service stress of 130,000 kPa (20 ksi)] for use in the
blast-resistant design of cold-formed members. This
approximation is intended to account for the markedly non-linear
load deflection curves for thin-metal cold-formed sections
subject to local instabilities at high stress levels. Such an
approximation is generally applicable to decking and wail
paneling where width-thickness ratios (w/t) in excess of 40 are
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commorn for the compression flange of the cross-section. However,
the w/t ratio for the flange cf the girt is ?4. Section 2.3.1.1
of Reference 5 provides data which indicate that for a w/t of
24, the compression flange of the girt can be taken as fully
effective for computing the deflections of the member. Hence,
the full moment of inertia of the cross-section of the girt was
used in the analyses.

Plots of the results of these analyses are shown in Figures
50 and bi for Tests Nos, 3 and 4, respectively. The plots
indicate that the single-degree-of-freedom model produces a
conservative estimate of the girt response. On the other hand,
the combined secondary member/frame model and the combined wall
panel/girt model yield responses that compare more favorably with
the test results. It is also apparent that it was appropriate to
use the full moment of inertia of the girt, as the use of 0.75120
in the analyses would have yielded peak deflections approximately
33 percent greater than those shown in Figures 50 and 51. In
future designs, the effects of local instabilities (namely, local
buckling of the compression flanges) should be considered when
computing the effective section modulus and moment of inertia of
cold-formed members with compression flanges having
width-thickness ratios less than 40. This can be accomplished by
applying the provision of Section 2.3.1.1 of Reference 5 to
compute the effective width of the compressive flange, when it is
subjected to the dynamic design stress of the material. If the
effective w/t ratio of the flange, when it is subjected to the
dynamic design stress, is markedly less than the actual w/t
ratio, then an average value of the effective w/t ratio should be
determined using the effective w/t ratios for several stress
levels up to the dynamic dcsign stress.

It is interesting to note that the girt rebound, as computed
by the secondary member/frame model (Figs 50 and 51), is much
less than the measured rebound. in the combined secondary
member/frame analyses, the maximum dynamic flexural resistance
was used for both load and rebound phases of the girt and purlin
responses. Therefore, the comparison between analytical and
measured girt responses suggests that the actual flexural
resistance of the member in rebound is much less than its
flexural resistance for the loading phase of the response. It
was concluded that the low rebound resistance of the girts is
caused by the effects of local instabilities.

A review of the applicable provisions of Reference 5 leads
to the conclusion that the dominant instability effects were
those associated with lateral torsional buckling of the
compression zone of the member. Inspertion of the drawings in
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Appendix B reveals that the outer flange of the girt is securely
fastened to the wall panels, whereas the inner flange is
unbraced. Section 3.3.6 of Reference 1 states that the
connection of the compression flange to steel siding constitutes
adequate lateral bracing in most cases involving blast-resistant
design; hence, for the loading phase of the girt response, there
is no reduction in flexural resistance due to lateral torsional
buckling. •,owever, in rebound, the inner flange is in
compression. Since this flange is unbraced, the provisions of
Section 3.3 of Reference 6 dictate that, to prevent lateral
torsional buckling, the maximum allowable compressive stress is
139,000 kPa (20.1 ksi). This value is much less than the dynamic
design yield stress of the material and, when used to compute
the flexural resistance of the member, yields a rebound
resistance which is approximately 33 percent of the maximum
flexural resistance of the member.

In order to assess the impact of lateral torsional buckling
effects on the girt responses, the analyses of the secondary
member/frame interaction model were repeated for Tests Nrs. 3 and
4. In these analyses, the rebound flexural resistances of the
girts and purlins were computed using the maximum allowable
compressive stress to prevent lateral torsional buckling instead
of the dynamic yield stress of the material. lhe results of
these analyses are presented in terms of mid-span girt deflection
versus time-response curves i,i Figures S2 and 53. The curves
labeled "SECODARN MEM•R/'!FRAME VOOIEL W/LTR" in the figure; are
the results of these 1&tter analyses. Not2 the excellent
correlation between the measured and computed rebound
disp'iacements.

With these latter results in hand, the measured girt
displacements, as reported on page 22, are re-evaluated with a
view towards the effects of lateral torsior'l buckling on the
rebound phase of the response. The re-ealuation of the measured
girt responses, which follows below, is based on a dynamic yield
deflection at mid-spar, of 64.R mm (2.56 in) for the loading pha2s
(inward deflection of girt), and 21.5 mm (0.8- in) fur the
rebound phase (outward deflection of girt). These values were
computed for the full moment of inertia of the section.

1, For Test No. 3, the 80-mm (3.15-in) inword deflection
corresponds to a ductility ratio of 1.23; whereas the
rebound displacement of 76.5 mm (3.0 in) corresponds to
a ductility ratio of 4.22. Note that, the total rebound
displacement. enuals the absolute negative displacement
of 76.5 mm (3.0 in) plus a plastic deformation of 15 mm
(0.59 in) produced in the !odding phase.
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2. The 119.4-mm (4.7-in) deflection for the loading cycle
of the lower girt in Test No. 4 corresponds to a
ductility ratio of 1.84 which slightly exceeds the
non-reusable criteria value of 1.75. The 99.1-nmi
(3.9-in) rebound displacement for this member
corresponds to a ductility ratio of 7.1, which greatly
exceeds the criteria value. For the upper girt, the
ductility ratios for the loading and rebound phases of
the response are 1.82 and 7.9, respectively.

3. For Test MIo. 5, the peak deflection of 108 mm (4.25 in)
for the initial loading phase corresponds to a
ductility ratio of 1.66; while the peak rebound
cleflect ion of 127 mm (5.0 in) corresponds to a
ductility ratio of 7.9, which is greatly in excess of
the non-reusable criteria of 1.75.

It is seen from the above that the largest plastic
deformations of the yirtý occurred in the rebound phase of the
response dute to the effects of lateral torsional buckling on the
unbraced compression zone of these members. It is conceivable
that the large rebound deflections of The girt- contributed to
the failures of the anchorage at the base of the wall panels.
Consequently, or, the basis of the above observations and
analytical results, the effects of lateral torsional buckling
must be considered in the design of the secondary members of
pre-engineered buildings. This can be accomplished by providing
bracing for the inner flanges, which negates the effects of
lateral torsional buckling. Another approach is to increase the
size ef the section in order to increase the permissible stresses
on the unbraced flanges. However, in some cases, this may
require the use of standard hot-rolled sections which may nut be
economical for use in pre-engineered building construction.

Evaluation of Analyses of Roof Purlins

Analyses were performed to evaluate the roof purlin
responses computed by both single-degree-of-freedom analyses and
the secondary member/frame interaction analyses. The yield
strength of the material used to fabricate the purlins was taken
to be 370,000 kPa (53,690 psi). This value was obtained by
tensile testing of a specimen [8-inch sample - 76-2238(A) in Fig
36] of the material used to fabricate the purlins. The value
recorded is prooably a lower bound on the actual yield stress
since the effects of cold-working, which generally increases the
material yield stress by 10 to 20 percent, would not be apparent
on a piece of flat, unworked stock, The full moment of inertia
was used for the analyses of these members. Initially, the
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maximum dynamic flexural resistance was used for both the loading
and rebound phases of the response. Additional analyses were
performed for Tests Nos. 3 and 4, which included a reduction in
the rebound resistance due to the effects of lateral torsional
buckling.

A typical comparison of the results from the various
analyses is shown in Figure 54. In general, the
single-degree-of-freedom response predicts a much greater purlin
response. For Tests Nos. 4 and 5, the single-degree-of-freedom
prediction of peak purlin displacement is twice the value
predicted by the secondary member/frame interaction model. The
analyses which included the effects of lateral torsional buckling
produced rebound displacements of the purlins which exceeded
those computed in the initial series of analyses. Therefore, as
in the case of the girts, consideration should be given to the
effects of lateral torsional buckling in the design of these
members for pre-engineered buildings. Since no displacement
gages were furnished for measuring purlin responses, there are no
measurements available for comparison with the analytical
results.

Evaluation of Analyses of Blastward Wall Panel

The blastward wall panel reponse was evaluated on the basis
of analyses of single-degree-of-freedom models of the panel and a
combined panel/girt interaction model. Typical panel responses
computed by these analyses are shown in Figure 55 for Test No. 3.
The measured panel response for Test No. 3 is included in the
plot. It is seen that the measured girt displacement records
show large positive and negative peaks (greatly in excess of
those computed). In addition, the character of the measured
record resembles neither of the computed records. Similar
disparities were noted for Tests Nos. 4 and 5. On the basis of
these differences, it was concluded that measured panel responses
were inaccurate and, therefore, these records were discontinued
in the evaluation.

The plots in Figure 55 indicate that the
single-degree-of-freedom analysis predicts a much greater panel
response than the analysis of the combined panel/girt model.
Similar results were obtained for Tests Nos. 4 and 5.
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CONCLUSIONS AND RECOMMENDATIONS

Conclusions

On the basis of the test results and analytical evaluations,
it was seen that pre-engineered buildings fabricated with
standard pre-engineered components can withstand blast pressures
greatly in excess of their static load capacities. The test
program and subsequent evaluations indicate that the structure
tested has a reusable design capacity of 5.1 kPa (0.74 psi) and a
non-reusable design capacity of approximately 6.9 kPa (1.0 psi).
In addition, the test results indicate that post and beam frames
can be used as the end frames of pre-engineered buildings. Also,
the blast capacity of the structure tested could have been
increased by reducing the spacing of the girts, purlins and main
frames. Furthermore, it is concluded that the methods and
procedures of References 1 and 2, when applied to the design of
pre-engineered building components, yield conservative estimates
of the structural response and required member sizes.

Recommendations

It is recommended that the methods and procedures of
References 1 and 2 be extended for the design of pre-engineered
buildings to include the following:

1. The negative phase of the blast loading.

2. The increase in the yield strengths of cold-formed
members due to the effects of cold working.

3. The computation of the section moduli and moments of
inertia of cold-formed members using the effective
width-thickness ratios of the compression flanges of
flexural members as computed using the equations in
Section 2.3.1.1 of Reference 5 (in lieu oi- the values
given in Reference 1).

4. The effects of lateral torsional buckling on the
rebound phase on the responses of the secondary members
(purlins, girts ).

5. The interaction between the secondary member (girts,
purlins) responses and the frame responses.

6. The interactions between the panel responses and the
secondary membier responses.
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It is also recommended that dynamic tests, at higher
pressure levels be performed on a steel structure designed
according to the methods and procedures provided in References 1
and 2. It is believed that certain factors, which tended to
relieve the responses of pre-engineered building components, will
not have as much effect on a more rigid structure designed for
higher pressures. Furthermore, it is recommended that all
information developed on the blast capacities of steel structures
and c:)mponents be included in one design manual.
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Table 1

Deflection gage schedule

Measurement Description Measurement Location

Height above
Gage Member Direction Column Foundation
No. Line m (ft)

DI Column Horizontal 3-A 1.52 (5'-0")

D2 Column Horizontal 3-A 2.95 (9'-8")

D3 Girder Vertical 3-4. 3.20 (10'-6")

D4 Column Horizontal 3-F 1.52 (5'-0")

D5 Column Horizontal 5-A 1.52 (5'-8")

06 Column Horizontal 5-A 2.95 (9'-8")

D7 Girder Vertical 5-4 3.20 (10'-6')

08 Column Horizontal 1-A 1.52 (5'-0")

D9 Column Horizontal I-A 2.95 (9'-8")

010DI Girder Vertical I-t{ 3.20 (10'-6")

DII Girt Horizontal - 1.19 (3'-11')

D12 Girt Horizontal 2.44 (8'-0")

013 Panel Horizontal 1.83 (6'-0")
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DOOR FROM OPENING

--- DURING TEST

Fig 2 Exterior view of completed building
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Fig 6 Wall and roof panel profile
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Fig 8 Locations of deflection gages on test structure
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S~LEFT SIDE

SIDEWALL ELEVATIONS

Fig 12 Locations of pressure gages on side walls of test structure

60

=mm• = mu • m==• = • m= mm •(y]



M~ ACCOMMitOZAD ATi A7Z'RI/.4.4 TA P lot
PRE'%SS . GAG NACV4ID4 ~5CjVEVV.

MEITAL- PAAJ&..

70 C04 U/IA/ %5HO W4,.

1A5 AA H1IPIAR "/YY

Fig 13 TyDical pressure gage attachment detail

61



41

=1 w

cr
0.

z~LL

0I-

PNU

62-



LEU

0 0 0

I:E 0

0 u
-z

00
z EU

Ui to

4r z

0 lu0

ui 0

00

-o-
IVA,

Ocml

-j-

IL

I

630



/J '

0*0

L4.-

• 64

Iign0.
= =



DAMAGED SCREW HOLES
WITH WASHER

I,

OPENING OF PANEL SEAM

Fig 17 Permanent gaps in wall panel seams

65



.1'0

ca

LLJ CL

LI-I :)-

U U0
_j -J (

LLJ 4-
z t0<NN m

LL.

66



U,

NN

U,°

w 67

g--
Na



cn
C
0

*1��

C-,

C
C
0
U

C
'U

-p
L

.4-,

0
w
'UE

68



Fig 21 Enlargement of bolt holes in girt clip angle
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Fig 23 Measured free-field pressures for Tests Nos. 1 and 2
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Fig 24 Measured free-field pressures for Tests Nos. 3 and 4
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Fig 25 Measured free-field pressures for Tests Nos. 5 and 6

73



a- (- 0: (L .

ww
CD 4-)

LI~CL
LL

ILI

74(



-CL C- -a - 44L z l -n>

_j - jA

I.,

0 w

O-ft FA

C4(

1* -o

75



44

IL o

CK -w
a. CL a. U

_-A__ _D 00

ot
00

0

.0

CL E
E:

tir) U)

to 4

tot

to

U-

a7



______ -- 0

a. O. U

CD CD

1 0~
___ ___ w CL.(
__ __ _ .W 0 ca-0

E t
443

CL

E '
E5

CD)

(0

00

77I



0
uon
U)'

9L CL 9L 4
_ _ _ _ _ _C_ U) _ _ UI)hi0

A~ (0 +J
a 1  hi - 0

00

0 w-

0 0 _

CL,

; En
0 *

- En

i-o

_ _ _ _ _ _ __ _ __7 8



- O r

I ID

40 U0IN- to
4.)

-WI-

79i



+63mm I
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Fig 32 Measured side-sway dlsplacenents (Deflection Gage D6)

for rigid end frame
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Fig 33 Measured side-sway displacements (Deflection Gage D9)
for post and beam end frame
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Fig 34 Measured vertical displacements (Deflection Gage D3)
at mid-span of center frame girder
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PITTSBURGH TESTING LABORATORY
Z SALT LAKE CITY, UTAH 84115

Aj • UMA. L PAQP=TION TO CLIVYT T6. V"9 P-1o. . •*- -. M.S. ALL -0l*0t
GOft- •. -6,0•110 OlO•*Pf OF C•L*ICOFRO *4 0ANtIDIN4

o AO . SLC-2616
FILE NO,.

U.S. Army Dugway Proving Ground LASOMATORY NO.

Procurement Office, P.O. Box 545 CUSTOM{* mO. DAAD0f-77-M-10.
Dugway, Utah 84022 Req'n7096-4001

Attn: J. A. Roybal May 27, Ig 7_7

RIPORT OF TENSILE TEST OF submitted steel bar stock and stee.l1pate

Contract Numbrr DAADO9-77-M-1082

MADE FOR I ' -r

ORIGIN L TIL A TI9M.114 - 1TERI0G IN ONCAjaON IIDUCTIOM
D S C R IP rT IO N l PA " lOUo .O s . . . . . hI. u, P I I. A W L P1 sT P .v At A

I.OUKOS Po.6 l Ps o.I lPI !I ,PCN

Gauge
Bar Stnrk #1 0.745" diameter 1 .4 94.504 33,450 56.0A 8 76.74n 2" 45

Bar Stock 02 0.750" diameter .442 24,100 33,350 54,520 75,450 2" 28+

Bar Stock 13 0.750" diameter .442 25,000 33,650 56,560 76,130 1I 2" 48

Bar Stock 4 0.755" diamet _ 25 60880 83,6.50 12 1 35+

Bar Stock #5 0.753" diameter .445 24.706 33,550 55.510 75.5390 2" 44

-f .- pMc-76-2238(A)l.505"xo99g .149 8000 11,000 53.690 73.830 2" 34

8" samole-76-2238(B)l.505"x._1_ _ 12 7 ___ Q.- 62.___ 77.__ 2_3

"R" mp1p-76-??g%(C1.505"x.Q77 jj1 6 J_45 8.050 556 0 0Q 69.400 2" 31

3" sample-76-2238(D)1.505"x.070 .105 6400 8,100 60,950 77,140 2" 29

8" sample-76-2238(E)1.S05"x.057 .086 5050 150 58.720 71,510 2" 30
24 gauge antique white

8" saiple-67- 641 1.501 'xO.026" .039 1 4,080 **. 04,620 2" *
24 gauge 01 white I..•_12A9.L_7f4i5_. [lL0_2•'_ ._D.3B * _3•. ** 102.630 * __

18" samp1c 76- 238
-1 1.503" x 0.500" .752 48,500 60,000 64,490 L0,790 2" 40

(-2) 1.494" x 0.501" .748 47,300 59,650 63,240 79 750 2" 41

(-3) 1.494" x 0.501" .748 46,600 59,200 62,300 79,140 2" 38

(4) ).488" x 0.369" .549 127,650 40,350 50,360 73,500 2" 38

(-5) 1.435" x 0.366" .544T27,200 40,400 50,000 74,260 2" 37

(-6) 1.488 x 0.368" .548127,900 40,700 50,910 174,270 2" 37

Fig 36 Tensile test laboratory report: Sheet 1 of 2
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-. . .. .. . . .. -.- , -•< T, •• , . - - • ,+. -=

,=,•'PITTSBURGH TESTING LABORATORY
SALT LAKE CITY, UTAH 84115

-a "NN.T-* Ii. .D gle- .

S , ORODER NO. SLC-2616
FILE NO.

L ABOR(ATORY NO.

U.S. Army Dugway Proving Ground CUSTOEA NO.
May 27, 19 77_

REPORT Of TENSILE TEST or F . itt~d ste coaxdsteel Dlate
Contract Number DAADO9-77-M-1082

MADE FOR Page 2 of
OvIc4NaLA ¶1I15 MAIMUR 1 ¶I ELOIIOATION nOwCTlOm

DESCRIPTION &TlA o0xT LEA r SSiSNIM OF A4(E FtACPU1M
MIN. h+ POUNDS!-I 5 SQ IN. . D L5 L ! •o P1a )f

18" sample 76-2238 ,Glauge
(7) 1 .ng' y n ?t" .384 24,800 32,800 64,580 85,420 2 33

.'- (8) 1.507" x 0.255" .384 27,000 34,300 70,310 89,320 2" 36

(9) 1.507" x 0.255" .384 24,900 32,600 64,840 84,900 2" 35

"(10) 1.507" X 0.182" .274 15,700 20,050 57,300 73,180 2" 34

(11) 1.513" x 0.182" .275 14,650 19,700 53,270 71,640 2" 39

(12) 1.505"x 0.182" .274 14,900 19,700 54,380 71,900 2" 37

(13) 1.507" x 0.182" .274 14,400 20,100 52,550 73,360 2" 36

(14) 1.506" x 0.182" .274 15,350 20,000 56,020 73,000 2" 35

(15) 1.512" x 0.182" .275 14,800 20,100 53,820 73,090 2" 31
(16) 1.513" x 0.188" .284 13,800 19,900 48,590 70,070 2" 38

(17) 1.506" X 188" .2831 13.500 2050 47.700 72.440 2" 1 39

(18) 1.514" x 0.188" .285 13,800 19,900 48,420 69,820 2" 39

(10' 1.506" x 0.108" .163 9,500 11,500 58,280- 70,550' 2" 38

failed ou1tjsig_oef gaijm rrk, _-

•* yield point could not be cetel-mined

k•-aes= -l'- unhn e rlyn, Man a-ger-

gn Salt Lake City District

Fig 37 Tensile test laboratory report: Sheet 2 of 2
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S. • COMPLETE

MOMENT AT PLASTIFI ATIONi • MAXIMUM . Of SECTION

M 2
5 .(MI M2 ) DESIRED LOo

CAPACITY: .5 (Mf M2)

M' YILDN OF

THINNER FLANGE

a) BUILT-UP SECTION WITH FLANGES OF
DIFFERING THICKNESS a YIELD STRENGTH

COMPLETE PLASTIFICATION

S/• YIELDING OF

.__. • FLANGES

b) TYPICAL HOT-ROLLED SECTION

Fig 38 Moment (M) - Curvature (0) diagrams for built-up
and hot-rolled members
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= ~~~150 ... ..

1501 ANALYSIS WITHOUT

INTERNAL PRESSURE

100 1I

/ II--I

I ANALSIS INCLUDING
E INTERNAL PRESSURE

:• 0 -50

E o
-I-

50,o -.__, /

0

1 -100
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1_ -1501 ..
100 200 300 400

TIME (is)

Fig 45 Center frame side-sway displacement, analytical results
with and without internal pressure effects - Test No. 5

93

Is



100.
- COMBINED SECONDARY
E MEMBER/FRAME MODEL--..
E I ,/ -
z -50

0�

-00'

TIME (ms)

VIA

Fig 46 Center frame side-sway displacement, effect of
secondary member/frame interaction -Test No. 3

94

NN



: ~~~~150 .. , ...

5 •COMBINED SECONDARY
MEMBER/FRAME MODEL

100 _ _

z

W\ BASIC FRAME

0-I,

0

-1001
100 200 300 400 500

TIME (mes)

Fig 47 Center frame side-sway displacement, effect of

secondary member/frame interaction - Test No. 4

95



ISO

xAitoo-

I COMBINED SECONDARY..#e MEMBER/FRAME MODEL
" I /\

0 50

S/5

0

O"BASIC FRAME MODEL

- IO

-150 0
0 100 200 300 400 500

TIME (ms)

Fig 48 Center frame side-sway displacement, effect of
secondary member/frame interaction - Test No. 5

96



C-U-

& C-i

z 0
w1

U. w L. X4.l

4.)

CL

101

*- 0)

970

I - -- - - -



'4

100. COMB IE
0, I \ COMBINED SECONDARY

-/ •\ MEMBER/FRAME MODEL
E

zw i
w

S~COMBINED WALL
•- ~~~~~PANEL/GIRT MODEL.----[, ,•
•, ~-I0

> _0-

w TEST RESULTS--

-10020 40 60 0

TIME (ms)

Fig 50 Relative girt displacements, upper girt; test and
analytical results - Test No. 3

98



300_

SD)F MO EL
250- /__. ~/ \

200
ECOMBINED SECONDARY'

- MEMBER/FRAME MODEL

"'COMBEo WALL
\PANEL 'GIRT MODEL)

Su< !00-1

50-

> 0.-j
- 5 0 . ...............

• - 150-

20 40 60 80 100 120 140

TIME (ms)

Fig 51 Relative girt displacements, upper girt; test and
analytical results - Test No. 4

99

B=.i



loo

-TEST RESULTS

E

z 50COMBINED SECONDARY

hiMEMBER/FRAME

w 0

I.-
> -50O

P I0 I.. .

4 ~COMBINED SECONDARY 0
-i MdEMBER/FRAME ~ -

hi MODEL W/LTS

-1001I
20 40 60 80

TIME (ms)

Fig 52 Effects of Lateral Torsional Buckling (LTB)
on girt rebound response - Test No. 3

100



•, 300

250
COMBINED SECONDARY MEMBER/
FRAME MODEL W/LTS

"200,

E

z 150-
hi COMBINED SECONDARY

MEMBER/FRAME WOO

44 100 MDL
-J

50

(D
N- 

_

TEST RESULTSO/

-100 .1 _

20 40 60 s0 100 120 140

TIME (ms)

Fig 53 Effects of Lateral Torsional Buckling (LTB) on girt
rebound response -Test No. 4

101



100-

E 50
L IO

SCOMBINED SECONDARY
w MEMBER/FRAME MODEL"e•

o _

0.I IL
z

w "100 ____

ISO
gi ~-io

20 40 60 so 100

TIME (ms)

Fig 54 Purlin response; analytical results- Test No. 3

102



30 .I, r- $DOFr MOWIL

~~~TS RESRULTS MDE --

-i O

20

0

w COMBINED PANEL/GIRT
2 INTERACTIDN MODEL-
49

0 20 30 4 50

TIME (ms)

Fig 55 Panel response; test and analytical results - Test No. 3

103

Ko



APPENDIX A

BLAST LOADS

PIP



A

APPENDIX A

BLAST LOADS

General

This appendix presents recommended blast loads to be used in
conjunction with free-field incident overpressures of
approximately 70 kPa (-10 psi) or less. Presented are
recommended free-field blast wave parameters and blast loads
acting on the various surfaces of aboveground structures similar
to those utilized for the tests described in this report.

Free-Field Blast Wave Parameters

Free-field blast wave parameters versus distance for
hemispherical surface detonations are presented in Figures A.1
and A.2. Both of these figures are the same except that the
values of Figure A.M are expressed in the metric system and those
of Figure A.2 are expressed in the United States System. The
values for overpressure, impulse, positive phase duration and
arrival time of the free-field incident blast wave and the shock
velocity were obtained from Reference 6. All other blast wave
parameters were obtained from Reference 7. The blast pressures
obtained from Reference 7 were related to the incident pressures
of Reference 6; whereas the impulse, durations and other
parameters of Reference 7 were related to corresponding incident
wave parameters given in Reference 6.

Pressure-Time Variation

Frame analyses similar to +hose presented in this report
will, in certain circumstances, require a more accurate
definition of the variation of the pressure as a function of
time. This variation is usually referred to as the "P-T curve"
of the blast wave. The exact form of the curve is still unknown;
but a close approximation can be made using assumed functions as
follows:

Positive Phase P-T Curves

For- the positive phase of a blast wave, it is suggested that
a close approximation of the P-T curve can be obtained by using
the following relationship:

P s Ps0 (1 - ts/to)e-L(ts/tO) (1)
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where:

PS = Pressure at time ts

Pso Peak incident pressure

ts Positive phase time of interest

to = Positive phdse duration

a = Constant which determines the form of the P-T curve.

The values of a can be expressed as a function of a constant k,
w hich, in turn, is defined as:

k = is/Psoto (2)

where is, Pso and to are obtained from either Figure A.M or A.2.
The numerical relationship between k and a is listed below:

k 0.70 0.60 0.50 0.40 0.30 0.20 0.!0
a -. 93 -. 52 0 0.71 1.77 3.67 8.87

To simplify the solution, normalized plots of the positive
phase P-T curves as a function of values of k are presented in
Figure A.3a. For the pressure ranges considered in this
Appendix, these normalized curves are applicable to both incident

-j and reflected pressures.

Negative Phase P-T Curves

The negative pressure curve can roughly be compared with a
cubical parabola:

PS = Pý-0(6.75ts/t&)(1 - t /t0) 2  (3)

where:

Pi = Negative pressure at time ts

Pi = Peak incident negative pressure

ts = Negative phase time of interest

tZ = Negative phase duration
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However, this cu:ve gives a single definite value of k-; i.e., k-
0.5625. According to Reference 7, this value is assumed to be

valid for scaled distances greater than 6.5 m/kg 1 / 3  (15.2
ft/lbl/ 3 ). A plot of Equation 3 is given in Figure A.3b. For
values of k- not equal to 0.5625, the suggested curve should be
adjusted such that the area under it equals the negative phase
impulse. The value of 1- is defined as follows:

=k- = is/Pso

Similar to the positive phase, to simplify the P-T curve
solution, a normalized plot of the negative phase is presented in
Figure A.3b. This curve i; appplicable to both incident and
reflected pressures for the ircident pressure range of interest.

Loads on Structures

Based upon the data given in Tables AJ through A.6 and the
discussion of the pressure measurements given in the main body of
the report, it would appear that the positive phase blast loads
acting on the front and side walls and the roof are consistent
with data given in Reference 3. However, the positive phase
blast load acting on the rear wall is less than that which would
be predicted by Reference 3. For incident over-oressures of
approximately 3.45 kPa (0.5 psi), the pressures acting on the
back wall were 50 to 65 pe-rcent of the peak incident pressures.
At higher incident overpressures, the back wall pressures
increased to approximately 80 percent of incident pressures. It
is hereby -.ecommended that for future frame analyses, the
positive phase blast loads acting on the rear wall of a structure
be taken equal to 60 percent of the incident overpressure.
However, for the local design of the rear wall itself, the
recommendations of Reference 3 should be followed.

On the other hand, negative phase pressures acting on the
rear walls of buildings do not appear to be affected. Therefore,
when performing a frame analysis, the magnitude of the negative
pressures acting on the rear walls should not be reduced.
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APPENDIX B

ENGINEERING DRAWINGS

The following pages contain reduced-size copies of the
Engineering Drawings prepared for the construction of the test
structure and support framework for the instrumentation used in
the dynamic tests. Drawing No. 131, Sheets Nos. I and 2, pertain
to the structure modificatiors, while Drawing No. 131, Sheets
Nos. 3 and 4, pertain to the type of instrumentation and
supports.
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